2024 WATER QUALITY REPORT

FOR

INDIANOLA WATER SUPPLY

This report contains important information regarding the water quality in our water system. The source of our water is groundwater.
Our water quality testing shows the following results:

CONTAMINANT MCL - MCLG) Compliance Date Violation Source
Type Value & (Range) Yes/No
Corrosion of household plumbing
Lead (ppb) AL=15 (0) 90th 0.00 (ND - 2) 2024 No systems; erosion of natural
deposits
Corrosion of household plumbing
N 0.0315 (0.0032 - systems; Erosion of natural
Copper (ppm) AL=13 (1.3) | 90t 0.0887) 2024 No | deposits; Leaching from wood
preservatives
950 - DISTRIBUTION SYSTEM
. MRDL=4.0 Water additive used to control
Chlorine (ppm) (MRDLG=4.0) RAA 24(1.5-32) 12/31/2024 No -
Runoff from fertilizer use;
- 0.580 (0.310 - Leaching from septic tanks,
Nitrite [as N] (ppm) L@ ST 0.580) AL No sewage; Erosion of natural
deposits
01 - WELLS 9, 10, 11,12 @ FINISHED TAP
grcoisst‘?lpha’ e 15 (0) SGL 2.7 04/14/2021 No Erosion of natural deposits
g’c“i’}l’j)“ed SRR 5 (0) SGL 2.42 07/19/2023 | No | Erosion of natural deposits
Discharge of drilling wastes;
Barium (ppm) 2 (2) SGL 0.0035 04/06/2022 No Discharge from metal refineries;
Erosion of natural deposits
Water additive which promotes
. strong teeth; Erosion of natural
Fluoride (ppm) 4™ SGL 2 D020 io deposits; Discharge from fertilizer
and aluminum factories
Discharge from petroleum and
Selenium (ppb) 50 (50) SGL 1.00 04/06/2022 No metal refineries; Erosion of natural
deposits; Discharge from mines
. Erosion of natural deposits; Added
Sodium (ppm) N/A (N/A) SGL 150 04/06/2022 No to water during treatment process

Note: Contaminants with dates indicate results from the most recent testing done in accordance with regulations.

DEFINITIONS

'y

e Maximum Contaminant Level (MCL) — The highest level of a contaminant that is allowed in drinking water. MCLs are set as
close to the MCLGs as feasible using the best available treatment technology.
e  Maximum Contaminant Level Goal (MCLG) - The level of a contaminant in drinking water below which there is no known or
expected risk to health. MCLGs allow for a margin of safety.

ppb -- parts per billion.
ppm -- parts per million.
pCi/L — picocuries per liter
N/A — Not applicable

ND -- Not detected

¢ RAA —Running Annual Average
e  Treatment Technique (TT) — A required process intended to reduce the level of a contaminant in drinking water.
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UNIVERSITY ANALYTICAL REPORT 1-800-421-TOWA (4692)
A LABORATORY
Collection Location Collector and Phone Client Reference Accession #
powers rodney 2521706
515/962-5330
Collected Received Project
INDIANOLA, 2024-11-06 08:00 2024-11-07 09:55
Sample Description
JUSTIN BRAND drinking water
2 INDIANOLA WATER SUPPLY Sample Type
£ 210 W 2ND Drinking Water
5 PO BOX 356 Sample Source

INDIANOLA, 1A 50125

Sample Note(s)

1

ADDITIONAL SAMPLE INFORMATION

Identifying Data: city of indianola
PWS Id: IA9133075
Facility 1d: 01

Facility Name: INDIANOLA WAER SUPPLY

Facility Type: SS
Water Type: GW

RESULTS OF ANALYSIS - FINAL REPORT

TEST
{CP metal, EPA 200.7
Lithium

Yttrium

TEST

Perfluorinated Compotnds, EPA 533
11CI-PF30UdS
4:2 FTS
6:2FTS
8:2 FTS
9CI-PF30ONS
ADONA
HFPO-DA
NFDHA
PFBA
PFBS
PFDA
PFDoA
PFEESA
PFHpA
PFHpS
PFHxA
PFHxS
PFMBA
PFMPA
PFNA
PFOA
PFOS

Report Issue Date: 2024-11-19 14:05

RESULT (ug/L)

480

RESULT (ugiL)

91.3
RESULT (ug/L) QUANT LIMIT
<0.0050 0.0050
<0.0030 0.0030
<0.0050 0.0050
<0.0050 0.0050
<0.0020 0.0020
<0.0030 0.0030
<0.0050 0.0050
<0.020 0.020
<0.0050 0.0050
<0.0030 0.0030
<0.0030 0.0030
<0.0030 0.0030
<0.0030 0.0030
<0.0030 0.0030
<0.0030 0.0030
<0.0030 0.0030
<0.0030 0.0030
<0.0030 0.0030
<0,0040 0.0040
<0.0040 0.0040
<0.0040 0.0040
<0.0040 0.0040

Page 1 of 2

Sample Point ID: 01

Sample Point Name: WATER PLANT

Sample Point Type: EP

Monitoring: AM

Sampling Event: SE2

QUANT LIMIT

PERCENT

RECOVERY

CAS NUMBER

763051-92-9
757124-72-4
27619-97-2
39108-34-4
756426-58-1
919005-14-4
13252-13-6
151772-58-6
375-224
375-73-5
335-76-2
307-55-1
113507-82-7
375-85-9
375-92-8
307-24-4
355-464
355464
377-731
375-95-1
335-67-1
1763-23-1

ANA IS N S

ANALYSIS NOTE(S)
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Lh\.':}-"fgﬂl LABORATORY ANALYTICAL REPORT 1-800-421-TOWA (4692)
Collection Location Collector Client Reference Accession #
powers rodney 2521706
TEST RESULT (uglL) QUANT LIMIT CAS NUMBER ANALYSIS NOTE(S)
PFPeA <0.0030 0.0030 2706-90-3
PFPe$S <0.0040 0.0040 2706-914
PFUnA <0.0020 0.0020 2058-94-8
Perfluorinated Compounds, EPA 537.1
N-EtFOSAA <0.0050 0.0050 2991-50-6
N-MeFOSAA <0.0060 0.0060 2355-31-9
PFTrDA <0.0070 0.0070 72629-94-8
PFTA <0.0080 0.0080 376-06-7

SAMPLE AND ANALYSIS NOTES

1. Unless otherwise noted, the sample met container and preservation requirements for the analysis requested. Please review
carefully your sample results for additional analyte comments or method exceptions.

ANALYSIS INFORMATION

TEST ANALYZED SITE L ED ANALYSIS PREP
1. ICP metal, EPA 200.7 2024-11-14 10:50 MRC 3201 2024-11-14 15:32 DLS
2. Perfluorinated Compounds, EPA 533 2024-11-13 21:57 JTR, MRN, 3200 2024-11-19 14:05 MHN  Test 3
3. Prep for Perfluorinated Compounds, EPA 533 2024-11-13 09:00 MRN 3200 2024-11-19 14:05 MHN
4. Perfluorinated Compounds, EPA 537.1 2024-11-11 23:27 JTR 3200 2024-11-1215:26 MHN  Test5
5. Prep for Perfluorinated Compounds, EPA 537.1 2024-11-11 09:00 JTR 3200  2024-11-12 15:26 MHN

DESCRIPTION OF UNITS
ug/L = Micrograms per Liter
SITE(S) PERFORMING TESTING

3201 STATE HYGIENIC LABORATORY ANKENY, IOWA LABORATORIES COMPLEX, 2220 S ANKENY BLVD, ANKENY, 1A 50023; Phone 515/725-1600;
Fax 515/725-1642; Michael D. Schueller, M.S., Associate Director; Michael A. Pentella, Ph.D., D(ABMM), Director; IOWA ENVIRONMENTAL LAB ID
#397

3200 STATE HYGIENIC LABORATORY CORALVILLE, UNIVERSITY OF IOWA RESEARCH PK, 2490 CROSSPARK RD, CORALVILLE, IA 52241; Phone
319/335-4500; Fax 319/335-4555; Michael D. Schueller, M.S., Associate Director; Michael A. Pentella, Ph.D., D(ABMM), Director; IOWA
ENVIRONMENTAL LAB ID #027

The result(s) of this report relate only to the items analyzed. Where the laboratory has not been responsible for the sampling stage

the results apply only to the sample as received. This report shall not be reproduced except in full without the written approval of
the laboratory. If you have any questions, please call Client Services at 800/421-IOWA (4692) or 319/335-4500.

Report Issue Date: 2024-11-19 14:05 Page 2 of 2
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1-800-421-TOWA (4692)

Collection Location

Collector

Client Reference

Accession #

INDIANOLA, IA 50125

Drinking Water

indianola water supply powers rodney indianola water sup 2521707
PWS ID/PWS Name Collected Received Project
1A9133075 2024-11-06 08:00 2024-11-07 09:55
INDIANOLA WATER SUPPLY
Facility ID Sampling Pt ID
JUSTIN BRAND 01 01
° INDIANOLA WATER SUPPLY SDWA Sample Type Sample Category
= RT - i Chemi
;‘5,_ 210 W 2ND s;l'm io:tmee emical
& PO BOX 356 e

Sample Note(s)

1

RESULTS OF ANALYSIS - FINAL REPORT

TEST

Perfluorinated Compounds, EPA 533
PFBA
PFPeA
PFHxA
PFHpA
PFOA
PFNA
PFDA
PFUnA
PFDoA
HFPO-DA
PFBS
PFPeS
PFHxS
PFHpS
PFOS
4:2 FTS
6:2 FTS
8:2FTS
PFMPA
PFMBA
ADONA
PFEESA
NFDHA
9CI-PF3ONS
11CI-PF30UdS
Total PFOA + PFOS

SAMPLE AND ANALYSIS NOTES

RESULT (ngiL) QUANT LIMIT
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 20
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 2.0
<2.0 2.0

CAS NUMBER

375-224
2706-90-3
307-24-4
375-85-9
335-67-1
375-95-1
335-76-2
2058-94-8
307-55-1
13252-13-6
375-73-5
2706-914
35546-4
375-92-8
1763-23-1
757124-72-4
27619-97-2
39108-34-4
377-7341
863090-89-5
919005-14-4
113507-82-7
151772-58-6
756426-58-1
763051-92-9

ANALYSIS NOTE(S)

1. Unless otherwise noted, the sample met container and preservation requirements for the analysis requested. Please review
carefully your sample results for additional analyte comments or method exceptions.

ANALYSIS INFORMATION

TEST
1. Perfluorinated Compounds, EPA 533

Report Issue Date: 2024-11-19 13:55

P

ANALYZED
2024-11-13 21:57 JTR, MRN,

age 1 of 2

SITE
3200

RELEASED

Y PREP

2024-11-19 13:55 MHN ~ Test 2
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ANALYTICAL REPORT 1-800-421-I0WA (4692)

Collection Location Collector Client Reference Accession #
indianola water supply powers rodney indianola water sup 2521707
TEST Y. SITE RELEASED ANALYSIS PREP

2. Prep for Perfluorinated Compounds, EPA 533

DESCRIPTION OF UNITS
ng/L = Nanograms per Liter

SITE(S) PERFORMING TESTING

2024-11-13 09:00 MRN, MHN

3200 2024-11-19 13:55 MHN

3200 STATE HYGIENIC LABORATORY CORALVILLE, UNIVERSITY OF IOWA RESEARCH PK, 2490 CROSSPARK RD, CORALVILLE, |A 52241; Phone
319/335-4500; Fax 319/335-4555; Michael D. Schueller, M.S., Associate Director; Michael A. Pentella, Ph.D., D(ABMM), Director; IOWA

ENVIRONMENTAL LAB ID #027

The result(s) of this report relate only to the items analyzed. Where the laboratory has not been responsible for the sampling stage
the results apply only to the sample as received. This report shall not be reproduced except in full without the written approval of
the laboratory. If you have any questions, please call Client Services at 800/421-I0WA (4692) or 319/335-4500.

Report Issue Date: 2024-11-19 13:55
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ey LABORATORY
Collection Location Collector and Phone [ Client Reference Accession #
powers rod 2436817
515/962-5330
Collected Received Project
INDIANOLA, 2024-05-14 08:30 2024-05-15 09:10
Sample Description
JUSTIN BRAND drinking water
Q INDIANOLA WATER SUPPLY Sample Type
€ 210 W 2ND Drinking Water
E PO BOX 356 Sample Source
INDIANOLA, 1A 50125 o
1

ADDITIONAL SAMPLE INFORMATION

Identifying Data: city of indianola Sample Point ID: 01

PWS Id: IA9133075 Sample Point Name: WATER PLANT
Facility Id: 01 Sample Point Type: EP

Facility Name: INDIANOLA WAER SUPPLY Monitoring: AM

Facility Type: 88 Sampling Event: SE1

Water Type: GW

RESULTS OF ANALYSIS - FINAL REPORT

TEST R /L QUANT LIMIT
ICP metal, EPA 200.7
Lithium 400 9
INT STD PERCENT
RESULT (ug/L) RECOVERY
Yttrium 95.9 100.
TEST RESULT (uglL) QUANT LIMIT CAS NUMBER
Perfiuorinated Compounds, EPA 533
11CI-PF30UdS <0.0050 0.0050 763051-92-9
4:2 FTS <0.0030 0.0030 757124-724
6:2 FTS <0.0050 0.0050 27619-97-2
8:2 FTS <0.0050 0.0050 39108-34-4
9CI-PF3ONS <0.0020 0.0020 756426-58-1
' ADONA <0.0030 0.0030 919005-14-4
HFPO-DA <0.0050 0.0050 13252-13-6
NFDHA <0.020 0.020 151772-58-6
PFBA <0.0050 0.0050 375-22-4
PFBS <0.0030 0.0030 375-73-5
PFDA <0.0030 0.0030 335-76-2
PFDoA <0.0030 0.0030 307-55-1
PFEESA <0.0030 0.0030 113507-82-7
PFHpA <0.0030 0.0030 375-85-9
PFHpS <0.0030 0.0030 375-92-8
PFHxA <0.0030 0.0030 307-244
PFHxS <0.0030 0.0030 355-46-4
PFMBA <0.0030 0.0030 355464
PFMPA <0.0040 0.0040 377-73-1
PFNA <0.0040 0.0040 375-95-1
PFOA <0.0040 0.0040 335-67-1
PFOS <0.0040 0.0040 1763-23-1

Page 1 of 2
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Collection Location Collector Client Reference Accession #
powers rod 2436817
TEST RESULT (ug/L) QUANT LIMIT CAS NUMBER ANALYSIS NOTE(S)
PFPeA <0.0030 0.0030 2706-90-3
PFPeS <0.0040 0.0040 2706-914
PFURA <0.0020 0.0020 2058-94-8
Perfluorinated Compounds, EPA 537.1
N-EtFOSAA <0.0050 0.0050 2991-50-6
N-MeFOSAA <0.0060 0.0060 2355-31-9
PFTrDA <0.0070 0.0070 72629-94-8
PFTA <0.0080 0.0080 376-06-7

SAMPLE AND ANALYSIS NOTES

1. Unless otherwise noted, the sample met container and preservation requirements for the analysis requested. Please review
carefully your sample resuits for additional analyte comments or method exceptions.

ANALYSIS INFORMATION

TEST ANALYZED SITE RELEASED ALYSIS PREP
1. ICP metal, EPA 200.7 2024-06-11 09:08 MRC 3201 2024-06-14 15:58 DLS
2. Perfluorinated Compounds, EPA 533 2024-05-24 08:10 JTR 3200 2024-05-24 15:06 MHN  Test 3
3. Prep for Perfluorinated Compounds, EPA 533 2024-05-23 09:00 JTR 3200 2024-05-24 15:06 MHN
4. Perfluorinated Compounds, EPA 537.1 2024-05-17 01:02 JTR 3200 2024-05-24 16:23 MHN  Test5
5. Prep for Perfluorinated Compounds, EPA 537.1 2024-05-16 09:00 JTR 3200 2024-05-24 16:23 MHN

DESCRIPTION OF UNITS
ug/L = Micrograms per Liter
SITE(S) PERFORMING TESTING

3201 STATE HYGIENIC LABORATORY ANKENY, IOWA LABORATORIES COMPLEX, 2220 S ANKENY BLVD, ANKENY, IA 50023; Phone 515/725-1600;
Fax 515/725-1642; Michael D. Schueller, M.S., Associate Director; Michael A. Pentella, Ph.D., D(ABMM), Director; JOWA ENVIRONMENTAL LAB ID

#397
3200 STATE HYGIENIC LABORATORY CORALVILLE, UNIVERSITY OF IOWA RESEARCH PK, 2490 CROSSPARK RD, CORALVILLE, 1A 52241; Phone

319/335-4500; Fax 319/335-4555; Michael D. Schueller, M.S., Associate Director; Michael A. Pentella, Ph.D., D(ABMM), Director; IOWA
ENVIRONMENTAL LAB ID #027

The result(s) of this report relate only to the items analyzed. Where the laboratory has not been responsible for the sampling stage

the results apply only to the sample as received. This report shall not be reproduced except in full without the written approval of
the laboratory. If you have any questions, please call Client Services at 800/421-IOWA (4692) or 319/335-4500.
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